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1. Introduction 
 
 Constantly increasing and more complex information flows in industrial control rooms 
raise the risk that operators will become distracted, confused, and visually overloaded 
during demanding situations. New multimodal interfaces could offer better solutions. 
 In this work, we focus on alarm sound design. Alarms serve to alert operators to 
deviations from normal conditions and enable operators to react appropriately. The speed 
and accuracy with which operators can identify alarms are crucial to their effectiveness. 
Additionally, auditory alarms should not be too annoying or distracting. Salient auditory 
stimuli effectively catch and guide operators’ attention, regardless of their visual focus. 
Research has established that auditory signals can be designed to express different levels 
of urgency and that sound can convey detailed information. However, auditory alarms are 
often implemented carelessly, using arbitrarily selected sounds that are too loud, too 
many, and too confusing.  
 The aim of this work was to develop an auditory alarm concept to improve operator 
effectiveness and acceptance. A control room in a paper mill in northern Sweden was 
identified as an appropriate target environment. Seven production sections were monitored 
from the mill’s control room.  
 
2. Auditory Alarm Concept 
 
 The developed concept consists of new alarm sounds, spatial presentation of the sounds, 
and alarm repetition intervals. The sounds convey information about urgency and about the 
production sections. 
 Two alarm sounds (representing two levels of urgency) were designed for each of the 
seven production sections. The sounds were based on the design principle that each alarm 
sound should have two parts. The first part conveys urgency information, and the second 
part (an auditory icon) information about the section in question.  
 The character of the alarms’ urgency part has its origins in acoustic musical instruments. 
Natural harmonics, long decays, and soft attacks were used to create signals designed to be 
pleasant to listen to.  
 The sounds belonging to each section have unique characteristics (regarding timbre, 
melody, frequency content, etc.). Combining spatial presentation with these unique 
characteristics makes it easier for the operators to distinguish the alarm sounds.  
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3. Method 
 
 This concept was developed through a user-driven design process involving 24 
operators working in the target environment. The process consisted of an initial workshop 
followed by approximately 25 design iterations. Each iteration had two steps: the 
development of a design proposal and then user interaction. During the user interaction, a 
sound design proposal was presented to three to six operators, who discussed it. The 
feedback from the operators formed the basis for the development of a refined design, 
which could entail anything from the development of new alarm sounds to minor sound 
level adjustments.  
 The unfinalised concept was implemented in the control room for approximately 10 
months. The concept was further developed as it was utilised in the real-world control room 
environment. The finalised concept was then implemented for approximately 2 months.  
 Operator acceptance was assessed through a questionnaire using the Van der Laan 
acceptance scale. Participants were asked to rate the perceived usefulness of the sounds on 
five 5-point scales ranging from useless to useful, bad to good, superfluous to effective, 
worthless to assisting, and sleep-inducing to alertness-raising. Similarly, the perceived 
satisfaction of the sounds was rated on four 5-point scales ranging from unpleasant to 
pleasant, irritating to likeable, annoying to nice, and undesirable to desirable. 
 The same questionnaire was administered twice, once before the design process and 
implementation and then to evaluate the finalised concept (i.e. the result of the design 
process). Twenty-one subjects, 2 females and 19 males, participated in the pre-study 
questionnaire. Their mean age was 43 years (SD 11), and they had a mean of 19 years’ (SD 
11) experience as operators. Twenty-two subjects, 2 females and 20 males, participated in 
the post-study questionnaire. Their mean age was 46 years (SD 9.1), and they had a mean 
of 21 years’ (SD 11) experience as operators. All participants in both questionnaires were 
arbitrarily chosen from among the 24 operators working in the target environment. 
Consequently, it can be assumed that many operators participated in both questionnaires. 
 
4. Results 
 
 The Van der Laan acceptance scale ratings ranged from +2 to -2. Usefulness increased 
from -0.82 (SD 0.73) to +0.70 (SD 0.56), and satisfaction from -1.05 (SD 0.77) to +0.84 
(SD 0.69).  
 The results of the pre- and post-test questionnaires were statistically analysed. Both 
independent t-tests and Mann-Whitney U-tests showed that the differences between the 
pre- and post-study ratings were statistically significant (p<0.01) for both dimensions. 
These results demonstrate that the developed concept increases operator effectiveness and 
acceptance.  
The results provide an example of how control room alarms can be improved. The design 
principle could be utilized in other industrial plants and contexts, although the specific 
sounds designed for the present control room might not be directly applicable.  
 
 
 
 
 
 
